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Abstrak 

Untuk melindungi sistem tenaga listrik dari kerusakan akibat gangguan hubung 

singkat dibutuhkan sistem proteksi yang handal. Skema proteksi pada feeder 

Mata Air, Padang masih memiliki kekurangan karena jika terjadi gangguan pada 

saluran menuju Komplek Harito, maka peralatan proteksi yang bekerja adalah relai 

arus lebih yang berada di gardu hubung. Akibatnya seluruh feeder Mata Air akan 

mengalami pemadaman total. Untuk memperbaiki kondisi tersebut, PT. PLN Rayon 

Indarung berencana menambahkan peralatan proteksi pada feeder Mata Air. 

Penambahan peralatan proteksi bertujuan untuk melokalisasi daerah yang 

mengalami pemadaman agar menjadi sekecil mungkin. Pada tugas akhir ini 

dilakukan perhitungan dan analisa untuk penambahan peralatan proteksi tersebut. 

Peralatan proteksi yang ditambahkan berupa fuse cut out dengan kapasitas 10 A 

Koordinasi fuse baru dengan peralatan proteksi yang telah ada (fuse, recloser dan 

relai arus lebih), kemudian diuji menggunakan ETAP 12.6. Jenis gangguan yang 

diberikan adalah gangguan tiga fasa dan gangguan antar fasa di beberapa lokasi 

gangguan. Berdasarkan hasil simulasi, peralatan proteksi arus lebih pada feeder 

Mata Air sudah berkoordinasi dengan baik. 
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Abstract 

 

In order to protect the electric power system from damage due to short circuit 

faults, it is required a reliable protection sistem. The protection scheme at the Mata 

Air Feeder, Padang still has shortcomings because if a fault occurs on the line 

leading to the Harito Complex, the protective equipment that works is the 

overcurrent relay in the substation. As a result, all Mata Air feeders will experience 

disconnection due to circuit breaker operation. To improve this condition, PT. PLN 

Rayon Indarung plans to add protective equipment to the Mata Air feeder. The 

addition of protective equipment aims to localize areas experiencing disconnection 

to be as small as possible. In this final project, calculation and analysis is carried 

out to add the protective equipment. The new protection equipment is a fuse cut out 

with a capacity of 10 A. Coordination of the new fuse with existing protective 

equipment (fuse, recloser and overcurrent relay), then tested using ETAP 12.6. The 

tested fault types are three phase faults and inter phase faults and applied in several 

locations. Based on the simulation results, it can be conclude that the new 

overcurrent protection scheme in Mata Air feeder has been well coordinated. 
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